
TC 400's

Excess Emission Review - TC 400, 410, 420, 430, 440, 450, & 460

1 TC 400 - Excess Opacity
Reaso
n code

Action 
code HOURS 10

1 EX709
EX709 
Total 701

701 
Total 704

704 
Total 703

703 
Total 702

702 
Total

Grand 
Total

1 Source Description A B C D E F H I B C A B D B
1 Unit A #N/A 13.3 96.2 21 2.6 0.6 2.7 0.3 1.1 137.8 0 0 0 0 0 0 0 0 0 0 137.8

1

Shutdown (Exempt per DAQE-850-96 Approval 
Order) 0 0 0 0 0 0 0 0 0 9.1 0 9.1 0 0 0 0 0 0 0 9.1

1

Emissions Exceedance Due To Cleanout & 
Maintenance 0 0 0 0 0 0 0 0 0 0 0 0 53.3 53.3 0 0 0 0 0 53.3

1 Non-Conductive Material Caused Opacity 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 4 4 0 0 4
1 Precipitator Failure 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 3.3 3.3 3.3
1 Shutdown(Exempt per DAQE-850-96 Approval 0 0 0 0 0 0 0 0 0 0 2.1 2.1 0 0 0 0 0 0 0 2.1
1 So2 In Exceedance Boiler and Reagent At Normal 0 0 0 0 0 0 0 0 0 0 0 0 0 0 7 0 7 0 0 7
1 Unit A Total 13.3 96.2 21 2.6 0.6 2.7 0.3 1.1 137.8 9.1 2.1 11.2 53.3 53.3 7 4 11 3.3 3.3 216.6
1 Unit B #N/A 7.4 59.6 20.4 0 0 0.6 0.1 0 88.1 0 0 0 0 0 0 0 0 0 0 88.1

1

Shutdown (Exempt per DAQE-850-96 Approval 
Order) 0 0 0 0 0 0 0 0 0 6.8 0 6.8 0 0 0 0 0 0 0 6.8

1

Emissions Exceedance Due To Cleanout & 
Maintenance 0 0 0 0 0 0 0 0 0 0 0 0 28.8 28.8 0 0 0 0 0 28.8

1 Non-Conductive Material Caused Opacity 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 3.7 3.7 0 0 3.7
1 Shutdown(Exempt per DAQE-850-96 Approval 0 0 0 0 0 0 0 0 0 0 3.4 3.4 0 0 0 0 0 0 0 3.4
1 Unit B Total 7.4 59.6 20.4 0 0 0.6 0.1 0 88.1 6.8 3.4 10.2 28.8 28.8 0 3.7 3.7 0 0 130.8
1 *

1 TC 410 - Excess SO2
Reaso
n code

Action 
code HOURS 24

1 703
703 

Total EX709
EX709 
Total

Grand 
Total

1 Source Description B L
1 Unit A So2 In Exceedance Boiler and Reagent At Normal 48 48 0 0 48
1 #N/A 0 0 24 24 24
1 Unit A Total 48 48 24 24 72
1 *

1 TC 420 - Excess NOx 
Reaso
n code

Action 
code

1 (blank)
(blank) 
Total

Grand 
Total

1 Source Description (blank)
1 (blank) (blank) 0 0 0
1 0 0 0 0
1 (blank) Total 0 0 0
1 *

1 TC 421 - Daily NOx Emissions 
Reaso
n code

Action 
Code

1 (blank)
(blank) 
Total

Grand 
Total

1 Source Description (blank)
1 (blank) (blank)
1 0
1 (blank) Total
1 Grand Total
1 *

1 TC 430 - Excess H2S 
Reaso
n code

Action 
code

1 (blank)
(blank) 
Total

Grand 
Total

1 Source Description (blank)
1 (blank) (blank) 0 0 0
1 0 0 0 0
1 (blank) Total 0 0 0
1 *
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TC 400's

1 TC 440 - Excess CO
Reaso
n code

Action 
code HOURS 4

1 EX709
EX709 
Total 701

701 
Total 703 703 Total Grand Total

1 Source Description A B C D E F G I H J K L  A B A E F H
1 Unit A #N/A 408 4 124 16 60 20 4 8 12 4 0 4 4 668 0 0 0 0 0 0 0 0 668

1

Shutdown (Exempt per DAQE-850-96 Approval 
Order) 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 32 32 0 0 0 0 0 32

1 Startup (Exempt per DAQE-850-96 Approval Order) 0 0 0 0 0 0 0 0 0 0 0 0 0 0 52 0 52 0 0 0 0 0 52
1 Poor Refuse Composition Caused CO Exceedance 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 12 0 0 12 12
1 Slag Blockage Caused Co Reportable Exceedance 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 16 0 0 12 28 28
1 Process Problem Caused Breakdown 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 4 0 4 4
1 Unit A Total 408 4 124 16 60 20 4 8 12 4 0 4 4 668 52 32 84 16 12 4 12 44 796
1 Unit B #N/A 236 4 0 176 24 16 8 0 4 4 8 4 4 488 0 0 0 0 0 0 0 0 488

1

Shutdown (Exempt per DAQE-850-96 Approval 
Order) 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 20 20 0 0 0 0 0 20

1 Startup (Exempt per DAQE-850-96 Approval Order) 0 0 0 0 0 0 0 0 0 0 0 0 0 0 16 0 16 0 0 0 0 0 16
1 Slag Blockage Caused Co Reportable Exceedance 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 28 0 0 0 28 28
1 Unit B Total 236 4 0 176 24 16 8 0 4 4 8 4 4 488 16 20 36 28 0 0 0 28 552
1 Grand Total 644 8 124 192 84 36 12 8 16 8 8 8 8 1156 68 52 120 44 12 4 12 72 1348
1 TC 450 - Data Excluded

1

Reaso
n code

Action 
code

1 (blank)
(blank) 
Total

Grand 
Total

1 Source Description Data (blank)

1 (blank) (blank)

Count 
of 

Hours 0 0 0

1

Count 
of 

Action 
code 0 0 0

1 0

Count 
of 

Hours 598 598 598

1

Count 
of 

Action 
code 0 0 0

1 (blank) Count of Hours 598 598 598
1 (blank) Count of Action code 0 0 0
1 *
1 TC 460 - MACT Standard 40CFR63

1 TC 460 - Excess VOC
Reaso
n code

Action 
code

1 (blank)
(blank) 
Total

Grand 
Total

1 Source Description (blank)
1 (blank) (blank) 0 0 0
1 0 0 0 0
1 12:00:00 AM 0 0 0
1 (blank) Total 0 0 0
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